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Operation of Allgaier Type (6-8 KW) Wind
Electric Generator at Porbandar (India)

S5.P. Venkiteshwaran
National Aeromautical Laboratory
Jayamahal Road, Bangalore,(lndias

SUMMARY

The Allgaier Wind Electric Generator presented to
the Wind Power Division of the National Aeronautical
Laboratory by the West German Government is described
briefly in this paper. It is capable of giving 6 KW on
220 Volts D.C. at a wind speed of about 32 kilometres
per hour. This equipment is installed at an Agricultu-
ral Parm at Porbandar (Lat. 21038'N Long. 69°377'E) where
a Diesel operated pump is at present working for supply-
ing water for irrigation purposes. The meteorological
conditions, including detailed information about the wind
speed,are given for Porbandar. The mean power output
from the Wind Electric Generator for different periods
of the day during the year are also given. The cost per
KWH electricity with the Wind Electric Generator without
employing a battery works out to 28 nPs if energy is used
only during the daylight hours of morning 0830 to 1730
IST. The cost of pumping 1000 gallons of water against
a total head of 40 ft. in the different seasons is also
estimated and compared with the present cost of operating
a Diesel engine for the same purpose. It is found that
while the cost of pumping 1000 gallons water with the
present Diesel engine is about 28 nPs, the cost with the
wind electric generator is between 5 to 10 nPs.



FONCTIONNEMENT DE LA GENERATRICE EOLIENNE DU MODELE
'ALIGATER (6 & 8 kW) INSTALLEE A PORBANDAR,Inde

par S.P. Venkiteshwaran

Laboratoire national d'aéronautique
Jayamahal Road, Bangalore, Inde

Résumé

Le groupe électrogine & adromoteur qui a été offert a la section
d'énergie éolienne du laboratoire national d'adronautique par le gouverne-
ment de la République Fédérale Allemande, fait l'objet d'une bréve descrip-
tion dans le présent mémoire. Il peut débiter 6 kW sous 220 V.C.C. pour une
vitesse de vent de l'ordre de 32 km & 1'heure. Le matériel est installé
dans une exploitation agricole & Porbandar (lat. 21°38'N -long. 69°37! E)

ol une pompe actionnée par un moteur diésel assure actuellement le pompage
de 1'eau dlirrigation. On donne les conditions météorclogiques, notamment
des renseignements détaillés sur le régime de la vitesse des vents pour
Porbandar. On indique également le débit moyen d'énergie du générateur &
aéromoteur pour diverses périocdes de la journée au cours de l'annde. Le

colit par kW/h de 1'@lectricité produite par la génératrice sans batterie
d'accumulateurs, s'établit & 28 nPs si on ne se sert de 1'énergie que
pendant les heures de jour, notamment du matin, en tout cas de 8:30 & 17:30
heure standard de 1'Inde. Lc cofit de pompage de 1000 gallons dleau (L4.540 1)
contre une pression totale de 10 pieds (12 m) au cours des diverses saisons
fait également ll'cbjet d'une évaluation et on le compare avec les frais ac-
tuels dlexploitation d'un moteur diesel servant au méme objet. On a dtabli que tan
dis quele ccltde pompage de 1000 gallons d'eau (4.540 1) avec le moteur diesel
actuel est de llordre de 28 nPs, ce méme colit, avec la génératrice dolienne,
ressort & une valeur comprise entre 5 et 10 nPs.
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